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GENERAL SHEET NOTES
1. EXISTING SPRINKLER HEADS TO REMAIN. RELOCATE AND/OR
PROVIDE NEW SPRINKLER HEADS AS REQUIRED TO MAINTAIN
NECESSARY COVERAGE WHILE ANY NEW OR TEMPORARY
DUCTWORK IS INSTALLED. HEADS SHALL BE SPACED AS
REQUIRED BY THE LATEST EDITION OF NFPA 13 FOR
ORDINARY GROUP | OCCUPANCY.
<
FIRE PROTECTION DESIGN CRITERIA AND NOTES
ORDINARY GROUP | HAZARD OCCUPANCY
DESIGN DENSITY: . -rs oo 0.15 GPM/SQ. FT.
HYDRAULICALLY MOST DEMANDING AREA......1,500 SQ. FT.
SPRINKLER ORIFICE SIZE:.--ersevrrverrneee 1/2
DURATION OF SUPPLY:.orser oo 30 MIN.
MAXIMUM COVERAGE /SPRINKLER HEAD........225 SQ. FT.
DESIGN CRITERIA:
THE FOLLOWING PUBLICATIONS AND AUTHORITIES HAVING JURISDICTION SHALL BE REFERENCED
FOR THE DESIGN OF THE FIRE PROTECTION SYSTEM ON THIS PROJECT:
1. NFPA 13, LATEST EDITION- STANDARD FOR THE INSTALLATION
OF SPRINKLER SYSTEMS.
2. NFPA 25, LATEST EDITION — STANDARD FOR THE TESTING,
_ INSPECTION AND MAINTENANCE OF WATER BASED FIRE
PROTECTION SYSTEMS
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: .Ll PARTITION TYPES LEGEND
: EXISTING WALL, DOOR, WINDOW,
g MILLWORK, FIXTURE OR OTHER FIXTURE
i OR ASSEMBLY IO BE REMOVED.
i EXISTING WALL OR AREA TO REMAIN
N i\ - | " EXISTING COLUMN TO REMAN
N T NEW NON-RATED WALL
: s======—=——==  NON RATED - SMOKE TIGHT WALL
i e 1-HR FIRE RATED WALL
] S = 2-HOUR FIRE RATED WALL
) I INEEEEEEE  PROJECT LIMTS OF WORK
% e EXISTING CONCRETE. WALL
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i PHASING
: REFER TO DRAWING GI102 FOR PHASING.
- | COORDINATION DRAWINGS
| REFER TO DRAWING GI0O1 FOR COORDINATION DRAWINGS NOTE.
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